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PTC CRANKCASE HEATER
INSTALLATION

1- The kit contains :

3- Put inside 
the past inside
the heater well
(press on the
tube)

5- Insert the PTC

7- Insert the PTC
lock ring
(small diameter
of conical ring
ahead)

9- Result

2- Open the heat
conductive paste
tube

4- Insure a good
paste distribution

6- Insert the PTC 
at the maximum

8- Push lock ring 
in the PTC block
(until contact
with PTC)


